
GOVERNMENT OF THE DISTRICT OF COLUMBIA 

Department of Energy and Environment 
 

 

 

1200 First Street NE, 5th Floor, Washington, DC 20002 | (202)535-2600 doee.dc.gov  

 

March 14, 2025 

 

Michael Riley, Director 

Office of the State Superintendent of Education, Department of Transportation 

1050 First Street NE, 2nd Floor 

Washington DC 20002 

  

RE: Permit No. 7353 to Construct and Operate a 10,000 Gallon Gasoline Storage Tank 

with Associated Gasoline Dispensing Equipment at the Office of the State 

Superintendent of Education (OSSE), Department of Transportation Facility 

Located at 1601 W Street NE, Washington DC     

  

Dear Michael Riley:  

 

Pursuant to sections 200.1 and 200.2 of Title 20 of the District of Columbia Municipal 

Regulations (20 DCMR), a permit from the Department of Energy and Environment (“the 

Department”) shall be obtained before any person can construct or operate a stationary source in 

the District of Columbia. The application of the Office of the State Superintendent of Education 

(“OSSE”), Department of Transportation (“the Permittee”), to install and operate a new gasoline 

dispensing system and associated 10,000 gallon Fireguard gasoline storage tank to be located at 

the OSSE Bus Terminal, located at 1601 W Street NE, Washington DC, has been reviewed. 

Characteristics of the system include dispensing cabinets welded to each end of the tank. Each 

cabinet is to be equipped with a Total Control Systems (TCS) 682-15 piston meter, Hannay Rose 

reel, 25’ x ¾” hose, ¾” swivel, breakaway, and a single nozzle. An EJ Ward fuel management 

system will be installed. 

 

Based on the submitted plans and specifications as detailed in the application received June 16, 

2023, the application is hereby approved, and the construction and operation of the gasoline 

dispensing system and associated tank is permitted, subject to the following conditions: 

 

I. General Requirements: 

 

a. The gasoline dispensing system and associated tank shall be constructed and operated in 

accordance with the air pollution control requirements of 20 DCMR. 

 

b. This permit will expire on March 13, 2030. [20 DCMR 200.4].  If continued operation 

after this date is desired, the Permittee shall submit an application for renewal by 

November 13, 2029. 

 

c. Construction or operation of equipment under the authority of this permit shall be 

considered acceptance of its terms and conditions. 

 

d. The Permittee shall allow authorized officials of the District, upon presentation of 

identification, to: 
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1. Enter upon the Permittee’s premises where a source or emission unit is located, an 

emissions related activity is conducted, or where records required by this permit are 

kept; 

 

2. Have access to and copy, at reasonable times, any records that must be kept under the 

terms and conditions of this permit;  

 

3. Inspect, at reasonable times, any facilities, equipment (including monitoring and air 

pollution control equipment), practices, or operations regulated or required under this 

permit; and 

 

4. Sample or monitor, at reasonable times, any substance or parameter for the purpose of 

assuring compliance with this permit or any applicable requirement. 

 

e. This permit shall be kept on the premises and produced upon request. 

 

f. Failure to comply with the provisions of this permit may be grounds for suspension or 

revocation. [20 DCMR 202.2] 

 

II. Emission Limitations: 

 

a. Visible emissions shall not be emitted into the outdoor atmosphere from the gasoline 

storage tank. [20 DCMR 201 and 20 DCMR 606.1] 

 

b. An emission into the atmosphere of odorous or other air pollutants from any source in 

any quantity and of any characteristic, and duration which is, or is likely to be injurious to 

the public health or welfare, or which interferes with the reasonable enjoyment of life or 

property is prohibited. [20 DCMR 903.1] 

 

Violation of standards set forth in this section that occur as a result of unavoidable 

malfunction, despite the conscientious employment of control practices, shall be an 

affirmative defense for which the owner or operator shall bear the burden of proof. A 

malfunction shall not be considered unavoidable if the owner or operator could have taken, 

but did not take, appropriate steps to eliminate the malfunction within a reasonable time, 

as determined by the Department. [20 DCMR 903.13(b)] 

 

c. The Permittee shall, at all times, operate and maintain any the equipment covered by this 

permit, including associated air pollution control equipment and monitoring equipment, 

in a manner consistent with safety and good air pollution control practices for minimizing 

emissions. Determination of whether such operation and maintenance procedures are 

being used will be based on information available to the Administrator which may 

include, but is not limited to, monitoring results, review of operation and maintenance 
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procedures, review of operation and maintenance records, and inspection of the source. 

[40 CFR 63.11115(a)] 

  

III.  Operational Limitations: 

  

a. The Permittee must equip the storage tank with a Stage I Vapor Recovery System (VRS) 

which shall remain operative and effective whenever gasoline is being transferred into the 

tank [20 DCMR 101.1 and 20 DCMR 704]. 

 

b. The transfer of gasoline from the delivery vessel into the stationary storage container 

shall occur only if the container is equipped with a submerged fill pipe, as defined in 20 

DCMR 1991, and the displaced vapors from the storage container are processed by a 

system that prevents release to the atmosphere of no less than ninety percent (90%) by 

weight of organic compounds in the vapor displaced from the stationary container 

location. [20 DCMR 704.1 and 40 CFR 63.11117(b)] Note that this is a streamlined 

permit condition. Compliance with this condition will ensure compliance with both 20 

DCMR 704.1 and 40 CFR 63.11117(b). 

 

c. The vapor recovery portion of the Stage I Vapor Recovery System (VRS) shall include 

either or both of the following [20 DCMR 704.2]: 

 

1. A vapor return line from the storage container to the delivery vessel and a system that 

will ensure that the vapor return line is connected before gasoline can be transferred 

into the container; or 

 

2. A refrigeration-condensation system or equivalent designed to recover no less than 

ninety percent (90%) by weight of the organic compounds in the displaced vapor. 

 

d. If a vapor-tight return system is used to meet the requirements of Condition III(a) the 

system shall be constructed as to be adapted to retrofit with an absorption system, 

refrigeration-condensation system, or equivalent vapor removal system. [20 DCMR 

704.3] 

 

e. The operation or maintenance of any delivery vessel, or of any part of any liquid delivery 

system, or vapor collection or recovery system used or designed to be used in connection 

with the loading or unloading of the delivery vessel, shall be performed in a manner that 

is vapor-tight or in a manner so that there is no avoidable visible liquid leakage or liquid 

spillage. [20 DCMR 704.6] 

 

 
1 A submerged fill pipe is defined in 20 DCMR 199 as any fill pipe, the discharge opening of which is entirely 

submerged when the liquid level is six inches (6 in.) above the bottom of the tank. This term shall also include, 

when applied to a tank which is loaded from the side, a fill pipe adequately covered at all times during normal 

working of the tank. 
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f. The tank shall only be filled with the use of delivery vessels with posted certificates 

showing that the vessel passed a leak test within the past year in accordance with 20 

DCMR 704.4(b) and (c). [20 DCMR 704.4(f)] 

 

g. Monthly throughput of gasoline shall be maintained below 32,083 gallons every calendar 

month2. [20 DCMR 201] 

 

h. The Permittee shall not handle or allow gasoline to be handled in a manner that would 

result in vapor releases to the atmosphere for extended periods of time. Measures to be 

taken include, but are not limited to, the following [40 CFR 63.11117(a) and 40 CFR 

63.11116(a)]: 

 

1. Minimize gasoline spills; 

 

2. Clean up spills as expeditiously as practicable; 

 

3. Cover all open gasoline containers and all gasoline storage fill-pipes with a gasketed 

seal when not in use; and 

 

4, Minimize gasoline sent to open waste collection systems that collect and transport 

gasoline to reclamation and recycling devices, such as oil/water separators. 

 

i. Portable gasoline containers that meet the requirements of 40 CFR 59, Subpart F, are 

considered acceptable for compliance with Condition III(h)(3). [40 CFR 63.11116(d)] 

 

j. The Permittee shall not allow the transfer of gasoline to any vehicular fuel tank from any 

stationary storage tank unless the transfer is made through a fill nozzle designed to 

automatically shut off the transfer of gasoline when the vehicular fuel tank is full or 

nearly full. [20 DCMR 705.9] 

 

k. The Permittee shall not allow the transfer of any additional gasoline to any vehicular fuel 

tank from a stationary storage tank after the dispensing system has automatically shut off 

the transfer of gasoline by virtue of the vehicular fuel tank being full or nearly full. [20 

DCMR 705.10] 

 

l. The Permittee shall take the actions necessary to ensure that all parts of the system used 

at the facility for compliance with this permit are maintained in good repair, and to ensure 

that any person, whether attendant, customer, or other, who uses the facility does so in 

 
2 Monthly throughput is the total volume of gasoline loaded into, or dispensed from, all the gasoline storage tanks 

located at a single affected gasoline dispensing facility. If an area source has two or more gasoline dispensing 

facilities at separate locations within the area source, each gasoline dispensing facility is treated as a separate 

affected source. [40 CFR 63.11111(h)] 
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accordance with proper operating practices and in compliance with the requirements of 

this permit. [20 DCMR 705.11] 

 

IV. Monitoring and Testing Requirements: 

 

a. The Permittee shall monitor operation of the equipment to ensure compliance with 

Conditions III(e), (h), (i), (k), and (l). 

 

b. Prior to filling of the tank by a delivery vessel, the Permittee shall take affirmative action 

to ensure that the delivery vessel has a clear and unequivocal certificate indicating that it 

has been leak tested within the past year and the leak test showed compliance with the 

standards specified on Condition III(f). [20 DCMR 704.4(f)] 

 

c. The Permittee shall monitor gasoline throughput on a monthly basis and otherwise as 

necessary to ensure compliance with Condition III(g). 

 

d. The Permittee shall perform the following tests at least once every twelve (12) months 

[20 DCMR 705.15]: 

 

1. A leak test in accordance with CARB’s Vapor Recovery Test Procedure TP-201.3, as 

amended; 

 

2. A leak rate and cracking pressure test in accordance with most recent version of 

CARB’s TP-201.1E (October 8, 2003); and 

 

3. A tie tank test in accordance with most recent version of CARB’s TP-201.3C (July 

26, 2012). 

 

e. The Administrator of the U.S. Environmental Protection Agency (EPA) may require an 

owner or operator to conduct performance tests at the facility at any other time when the 

action is authorized by section 114 of the federal Clean Air Act. [40 CFR 63.7(a)(3)] 

 

f. The Permittee shall conduct and allow the Department access to conduct tests of air 

pollution emissions from any source as requested. [20 DCMR 502.1] 

 

V. Record Keeping and Reporting Requirements: 

Except where a longer period is specified herein, the Permittee shall maintain all records 

necessary for determining compliance with this permit, as specified below, in a readily 

accessible location at the facility, or an electronic location readily accessible from the 

facility, for a minimum of five (5) years following the date of each occurrence, measurement, 

maintenance, corrective action, report, or record, and shall make these records available to 

the Department and EPA upon written or verbal request. [20 DCMR 104.2(b), 20 DCMR 

500.8, 20 DCMR 606.5(d), and 40 CFR 63.10(b)(1)] All records shall be maintained in such 
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a manner that authorized representatives can certify their accuracy under penalty of D.C. 

Official Code § 8-101.05e pertaining to false statements, and have either done so in the 

records, or will do so upon request at the time they are made available to the Department or 

EPA. 

 

a. The Permittee shall maintain copies of the manufacture’s specifications and design 

drawing for the tank and VRS to document compliance with Conditions III(a) through (d) 

for the entire life of the tank. 

 

b. The Permittee shall maintain records of the design of any fill nozzle deployed at the 

facility, as well as its deployment date and the date of removal/replacement of any fill 

nozzle to document compliance with Condition III(j). 

 

c. The Permittee shall maintain records of any leak or other deviation from permit 

requirements identified pursuant to the monitoring required by Condition IV(a) as well as 

any gasoline spills and the actions taken to correct the identified problem. 

 

d. The Permittee shall maintain records of each delivery of fuel and documentation that 

each delivery vehicle was checked to ensure compliance with Condition III(f). The 

person checking to ensure that an appropriate certificate is posted on the delivery vehicle 

shall initial and date the record of this check. 

 

e. The Permittee shall maintain a record of the monthly throughput of the gasoline dispenser 

and must make these records available within 24 hours of a request by the Department or 

EPA. [20 DCMR 500.1 and 40 CFR 63.11117(d)] 

 

f. The Permittee shall keep records of the occurrence and duration of each malfunction of 

operation (i.e., process equipment) or the air pollution control and monitoring equipment. 

[40 CFR 63.11115(b) and 40 CFR 63.11125(d)(1)] 

 

g. The Permittee shall keep records of actions taken during periods of malfunction to 

minimize emissions in accordance with Condition II(c), including corrective actions to 

restore malfunctioning process and air pollution control and monitoring equipment to its 

normal or usual manner of operation. [40 CFR 63.11115(b) and 40 CFR 63.11125(d)(2)] 

 

h. The Permittee shall report, by March 15 of each year, the number, duration, and a brief 

description of each type of malfunction which occurred during the previous calendar year 

and which caused or may have caused any applicable emission limitation to be exceeded. 

The report must also include a description of actions taken by the Permittee during a 

malfunction of an affected source to minimize emissions in accordance with Condition 

II(c), including actions taken to correct a malfunction. No report is necessary for a 

calendar year in which no malfunctions occurred. [40 CFR 63.11115(b) and 40 CFR 

63.11126(b)] 
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i. The Permittee shall maintain records of the results of any test performed on the gasoline 

dispenser unit, gasoline storage tank, or their appurtenances. [20 DCMR 104.2(b)] 

 

j. The Permittee shall provide the results of the tests performed pursuant to Conditions 

IV(d), (e), and (f) to the Department. Such reports shall be submitted electronically to 

air.quality@dc.gov within sixty (60) days after completion of such test, unless another 

timeline is specified by the Department or EPA. [20 DCMR 500.1 and 20 DCMR 705.14] 

 

k. The Permittee shall provide the results of tests performed pursuant to Condition IV(e) to 

EPA. Such reports shall be submitted within sixty (60) days after completion of such test, 

unless another timeline is specified by EPA. 

 

l. If the equipment fails any test specified in Condition IV(d), the Permittee shall [20 

DCMR 705.16]: 

 

1. Notify the Department of the failure in writing or by other means approved by the 

Department within five (5) working days after the test is completed; 

 

2. Remove the affected dispenser(s) from service immediately after the failed test 

occurred; 

 

3. In a case in which the test required in Condition IV(d)(3) results in a failure, also halt 

operations at the entire gasoline dispensing facility immediately; and 

 

4. Not recommence halted operations until after necessary repairs are completed and a 

passing retest occurs. 

 

m. The Permittee shall provide the Department, via electronic submission to 

air.quality@dc.gov, with the following data by January 31 of each year [20 DCMR 

705.17]: 

 

1. Monthly data for the entirety of the prior calendar year on throughput at the gasoline 

dispensing facility, in terms of volume of gasoline; 

 

2. The number of nozzles and type of Stage II Vapor Recovery System (if any) installed 

on each nozzle at the gasoline dispensing facility; and  

 

3. The number and size of storage tanks at the gasoline dispensing facility. 

 

n. The Permittee shall keep all documentation supporting initial notifications and 

notifications of compliance status identified in Condition VI of this permit. [40 CFR 

63.10(b)(2)(xiv)] 

 

mailto:air.quality@dc.gov
mailto:air.quality@dc.gov
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o. Unless otherwise specified herein, all reports required by this permit shall be submitted 

electronically to air.quality@dc.gov. 

 

p. In addition to Condition V(o), reports required pursuant to Conditions IV(e) and V(h) 

shall be submitted to the following mailing address, or by other method as directed by 

EPA: 

 

United States Environmental Protection Agency  

Region 3, Enforcement & Compliance Assurance Division  

Air, RCRA and Toxics Branch (3ED21)  

Four Penn Center  

1600 John F. Kennedy Boulevard  

Philadelphia PA 19103-2852  

 

VI. Notifications: 

 

a. The Permittee must comply with the following notification requirements [40 CFR 

63.11117(e) and 40 CFR 63.11124(a)]: 

 

1. The Permittee must submit an Initial Notification that the Permittee is subject to 40 

CFR 63, Subpart CCCCCC no later than 120 days after issuance of this permit. The 

Initial Notification must contain the information specified in Condition VI(a)(1)(i) 

through (iii). The notification must be submitted to the EPA Region 3 office and the 

Department as specified in Condition II(e)(2). 

 

i. The name and address of the owner and the operator. 

 

ii. The address (i.e. physical location) of the gasoline dispensing facility. 

 

iii. A statement that the notification is being submitted in response to 40 CFR 63, 

Subpart CCCCCC and identifying the requirements in paragraphs (a) through (c) 

of 40 CFR 63.11117 that apply to the Permittee. 

 

2. The Permittee must submit a Notification of Compliance Status to the EPA Region 3 

office and the Department, as specified in Condition VI(b), within 60 days of startup 

of the gasoline dispensing equipment. The Notification of Compliance Status must be 

signed by a responsible official who must certify its accuracy, must indicate whether 

the source has complied with the requirements of 40 CFR 63, Subpart CCCCCC, and 

must indicate whether the facilities' monthly throughput is calculated based on the 

volume of gasoline loaded into all storage tanks or on the volume of gasoline 

dispensed from all storage tanks. If the facility is in compliance with the requirements 

of 40 CFR 63, Subpart CCCCCC at the time the Initial Notification required under 

Condition VI(a)(1) of this permit is due, the Notification of Compliance Status may 

mailto:air.quality@dc.gov
https://www.ecfr.gov/current/title-40/chapter-I/subchapter-C/part-63/subpart-CCCCCC/subject-group-ECFR00fa34b40741121/section-63.11117


https://cdx.epa.gov/
mailto:air.quality@dc.gov

